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FIRE ALARM PLAN KEYNOTES

1. 2' x 3' x 10" DEEP PULLBOX FOR FIRE ALARM CABLING. MOUNT IN CEILING CAVITY ABOVE ROOM #246.

2. PROVIDE 2- 1 1/2" RACEWAYS TO ROOM #E-23 (EXISTING FIRE ALARM HEADEND) FOR FIRE ALARM
CABLING.

3. MAINTAIN EXISTING SMOKED DETECTOR.

KEYPLAN
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H

BUILDING
REMODEL

BUILDING
ADDITION

EXISTING
BUILDING

NOTE:
AT ALL SMOKE AND COMBINATION DAMPER LOCATIONS SHOWN ON THIS
DRAWING, DIV. 26 SHALL PROVIDE 120V THE FOLLOWING:

- DUCT SMOKE DETECTOR
- REMOTE INDICATOR
- FA CONTROL MODULE INTERLOCKED WITH POWER CIRCUIT

SEE DETAIL 7D/5-E-502 AND 7F/5-E-502. TYPICAL AT ALL DAMPER
LOCATIONS. CONFIRM ALL LOCATIONS WITH DIV. 23.
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